WAC 296-45-901 Appendix A-Nonmandatory.

Table2: AC Live Work Minimum Approach Distance With Transient Overvoltage Factor

Appendix A -- Tables

Maximum anticipated
per-unit transient

Distanceto employeein feet-inches, phase to ground

Air and clear live-linetool

Overvoltage Maximum phaseto-phase voltagein kilovolts
121 145 169 242 362 550 800

15 6-0 98
16 6-6 108
17 7-0 11-8
18 77 12-8
19 81 139
20 25 29 30 310 53 89 14-11
21 2-6 2-10 32 40 55 94
22 27 2-11 33 41 59 911
23 2-8 30 34 4-3 6-1 10-6
24 2-9 31 35 45 64 11-3
25 29 32 36 4-6 6-8
26 2-10 33 38 4-8 7-1
27 211 34 39 4-10 7-5
28 30 35 310 411 79
29 31 36 311 51 82
30 32 37 4-0 53 86

Note 1: The distances specified in this table may be applied only where the maximum anticipated
per-unit transient overvoltage has been determined by engineering analysis and has been
supplied by the employer. Table 1 applies otherwise.

Note 2: The distances specified in this table are the air, and live-line tool distances.
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